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SJ-101
M.B.T.D.R.W.

LEVEL 1 SIGNAGE & STRIPING
PLAN & ELEVATIONS

FINAL SUBMISSIONSCALE:  3/32" = 1'-0"SJ-101
1 LEVEL 1 SIGNAGE AND STRIPING PLAN

PARKING SCHEDULE
LEVEL STALL COUNT

LEVEL 1 9FT. STALL 153
LEVEL 1 HDCP STALL 12
LEVEL 1 HDCP VAN STALL 3
LEVEL 2 9FT. STALL 96
LEVEL 2 HDCP STALL 11
LEVEL 2 HDCP VAN STALL 2
Grand total: 277

SCALE:  3/32" = 1'-0"SJ-101
2 INTERIOR ELEVATION AT NORTH WALL

SCALE:  3/32" = 1'-0"SJ-101
3 IT AND STORAGE ROOM ELEVATION

SCALE:  3/32" = 1'-0"SJ-101
4 ELEVATOR / STAIR 1 INTERIOR ELEVATION

SCALE:  3/32" = 1'-0"SJ-101
5 STAIR 2 INTERIOR ELEVATION

NOTES:

1. DEDUCT ALTERNATE 8:  OMIT EAST CANOPY.  ADD
SIGNAGE FRAME @ EAST DRIVE, SEE DET. 3 & 4/SB-401, SIM.
SEE ARCH. DWGS. FOR LOCATION.  ADJUST SIGNAGE
ACCORDINGLY.

2. DEDUCT ALTERNATE 9:  OMIT ELEVATOR EQUIPMENT.
ADJUST SIGNAGE ACCORDINGLY.

3. DEDUCT ALTERNATE 10:  OMIT STAIR 2 AND ASSOCIATED
CANOPY.  ADJUST STRIPING AND SIGNAGE ACCORDINGLY.

4. DEDUCT ALTERNATE 11:  OMIT WEST PARKING LOT.
ADJUST STRIPING AND SIGNAGE ACCORDINGLY.

SEE NOTE 3.

SEE NOTE 2.

SEE
NOTE 2.

SEE NOTE 2.

SEE NOTE 3.

SEE NOTE 2.

SEE NOTE 1.

SEE NOTE 4.

SEE NOTE 4.

SEE NOTE 2.

SEE NOTE 2.

SEE NOTE 1.

SEE NOTE 4.

SEE NOTE 4.

SEE NOTE 2. SEE NOTE 2.

SEE NOTE 2.
SEE NOTE 2.

SEE NOTE 2.

SEE NOTE 3.
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SJ-102
M.B.T.D.R.W.

LEVEL 2 SIGNAGE & STRIPING
PLAN & ELEVATIONS

FINAL SUBMISSIONSCALE:  3/32" = 1'-0"SJ-102
1 LEVEL 2 SIGNAGE AND STRIPING PLAN

SCALE: NO SCALESJ-102
2 ELEVATION AT LEVEL 1 EAST ENTRY

SCALE: NO SCALESJ-102
3 ELEVATION AT LEVEL 2 SOUTH ENTRY

PARKING SCHEDULE
LEVEL STALL COUNT

LEVEL 1 9FT. STALL 153
LEVEL 1 HDCP STALL 12
LEVEL 1 HDCP VAN STALL 3
LEVEL 2 9FT. STALL 96
LEVEL 2 HDCP STALL 11
LEVEL 2 HDCP VAN STALL 2
Grand total: 277

NOTES:

1. DEDUCT ALTERNATE 8:  OMIT EAST CANOPY.  ADD
SIGNAGE FRAME @ EAST DRIVE, SEE DET. 3 & 4/SB-401, SIM.
SEE ARCH. DWGS. FOR LOCATION.  ADJUST SIGNAGE
ACCORDINGLY.

2. DEDUCT ALTERNATE 9:  OMIT ELEVATOR EQUIPMENT.
ADJUST SIGNAGE ACCORDINGLY.

3. DEDUCT ALTERNATE 10:  OMIT STAIR 2 AND ASSOCIATED
CANOPY.  ADJUST STRIPING AND SIGNAGE ACCORDINGLY.

4. DEDUCT ALTERNATE 11:  OMIT WEST PARKING LOT.
ADJUST STRIPING AND SIGNAGE ACCORDINGLY.

SEE NOTE 1.

SEE NOTE 1.

SEE NOTE 4.

SEE NOTE 3.

SEE NOTE 2.

SEE NOTE 2.

SEE NOTE 2.

No. Description Date
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2. SIGN CLEARANCES: MINIMUM VERTICAL CLEARANCE BELOW ALL SUSPENDED SIGNAGE SHALL
COMPLY WITH GARAGE CLEARANCE(S) AS REQUIRED BY THE ARCHITECTURAL AND/OR
STRUCTURAL GENERAL NOTES. CONTRACTOR TO COORDINATE WITH THE WORK OF OTHER
TRADES AND NOTIFY THE ARCHITECT OF ANY CONFLICTS PRIOR TO SIGN INSTALLATION.

3. SIGN MOUNTING NOTES:

A. ALL SIGNS ARE TO BE MOUNTED LEVEL AND PLUMB U.N.O.

B. SIGNAGE SCHEDULE SHEETS MAY CONTAIN ADDITIONAL MOUNTING DETAILS.

C. CONTRACTOR SHALL NOTIFY THE ARCHITECT OF ANY CONFLICTS BETWEEN THE
MANUFACTURER'S RECOMMENDED MOUNTING DETAILS AND THE INFORMATION PROVIDED THIS
SHEET.

D. ALL MOUNTING TYPES SHALL COMPLY WITH THE ANCHOR NOTE BELOW.

4. ANCHOR NOTE:  ANCHORS SHALL NOT PENETRATE POST-TENSIONED BEAMS MORE THAN 1" OR
SLABS MORE THAN 3/4" UNLESS TENDONS ARE LOCATED IN THE FIELD PRIOR TO SIGN
INSTALLATION.

5. ALL HARDWARE, BOLTS, ETC. SHALL BE HOT DIP GALVANIZED UNLESS NOTED OTHERWISE.

6. WHERE MANUFACTURER'S PRODUCTS ARE INDICATED, PROVIDE ITEMS LISTED OR AN
ARCHITECT APPROVED EQUIVALENT.

7. CONTRACTOR TO COORDINATE INSTALLATION OF LIGHT FIXTURES, DUCTWORK, FIRE SYSTEM
PIPEWORK. ETC. TO PROVIDE AN UNOBSTRUCTED VIEW OF INFORMATIONAL PARKING SIGNS AS
MUCH AS PRACTICABLE. NOTIFY THE ARCHITECT OF ANY CONFLICTS PRIOR TO INSTALLATION.

8. SEE SPECIFICATIONS AND ARCHITECTURAL GENERAL NOTES FOR ADDITIONAL INFORMATION.

1.REFERENCE SYMBOL FOR SIGNAGE (AS SHOWN ON THE PLANS):
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SIGN NUMBER (SEE SCHEDULE SHEET SJ601)

MOUNTING TYPE ( SEE THIS SHEET)
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TYPICAL SIGNAGE MOUNTING
DETAILS

FINAL SUBMISSION

SCALE:  3" = 1'-0"A
TYPICAL FLOOR MOUNTED DETAIL

SCALE:  3" = 1'-0"B

TYPICAL LOW WALL/SPANDREL FACE
MOUNTING DETIAL

SCALE:  3" = 1'-0"C

TYPICAL FACE OF BEAM MOUNTING
DETAIL

SCALE:  3" = 1'-0"D

FACE OF CONCRETE/MASONRY
MOUNTING DETAIL

SCALE:  3" = 1'-0"E

TYPICAL BOTTOM OF SLAB OR FACE OF
WALL MOUNTING DETAIL

SCALE:  3" = 1'-0"F
TYPICAL SUSPENDED MOUTING DETAIL

SCALE:  3" = 1'-0"G
TYPICAL SIGN BRACKET DETAIL

SCALE:  3" = 1'-0"H
TYPICAL LIGHT POLE MOUNTING DETAIL

SCALE:  3" = 1'-0"J
TYPICAL SIGN BUMPER DETAIL

SCALE:  3" = 1'-0"K

TYPICAL CLEARANCE BAR AND MOUNTING
DETAIL

SCALE:  3" = 1'-0"L
SUSPENDED CABLE MOUNTING DETAIL

SIGNAGE GENERAL NOTES

SCALE:  3" = 1'-0"M
TYPICAL MOUNTING DETAIL ON GLASS

SIGNAGE MOUNTING HEIGHT DIAGRAMS

No. Description Date
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TYPICAL STRIPING DETAILS

FINAL SUBMISSION

TYPICAL ADA PARKING STALL STRIPING TYPICAL STRIPING ARROWSTYPICAL PARKING STALL STRIPINGTYPICAL ADA VAN PARKING STALL STRIPING

No. Description Date
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PS-09.01

PS-11T2

T3

T1

2 1/2" H TEXT, DARK
BLUE COLOR
(PANTONE 295U)

WHITE
BACKGROUND,
TYP. FOR M1

3/4" H BLACK TEXT

WHITE
BACKGROUND3"

9"

DARK BLUE COLOR
BACKGROUND
(PANTONE 295U)

1 1/4" H WHITE
TEXT

BRAILLE IN
THIS AREA

BLACK
BACKGROUND

SEE TYPE M1a FOR NOTES
AND DIMENSIONS U.N.O.

1 1/4" H WHITE TEXT

SEE TYPE M9a
FOR NOTES AND
DIMENSIONS
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- 6

"
4 

1/
2"

SEE TYPE M2a FOR NOTES
AND DIMENSIONS U.N.O.

M1a M1b

M2a M2b

M6a

M9a M9b

SHEET NOTES:

1. SEE SHEET SJ501 FOR GENERAL SIGNAGE NOTES AND TYPICAL MOUNTING DETAILS.

2. ALL NON-REFLECTIVE SIGNS/CHARACTERS/TEXT SHALL HAVE A NON-GLARE FINISH.

3. ALL CHARACTERS/TEXT TO BE REFLECTIVE UNLESS OTHERWISE NOTED.

4. ALL LETTERING/TEXT SHALL BE LINOTYPE HELVETICA BOLD TYPEFACE UNLESS OTHERWISE NOTED.
SUBJECT TO THE REVIEW AND APPROVAL OF THE ARCHITECT, THE SIGNAGE DESIGNER SHALL DETERMINE
APPROPRIATE CHARACTER AND WORD SPACING.

5. ALL SIGNS SHALL CONFORM TO AUTHORITY HAVING JURISDICTION TO APPLICABLE CITY, STATE, VA &
ADA ACCESSIBILITY STANDARDS.

6. SIGN MOUNTING HEIGHT: UNLESS NOTED OTHERWISE, SIGNS SHOULD BE CENTERED AT 4'-6" A.F.F.
WHERE PRACTICABLE. UNLESS NOTED OTHERWISE, ADJACENT SIGNS SHOULD ALIGN VERTICALLY WHERE
PRACTICABLE AND BE SEPARATED BY NO LESS THAN 1/2" EDGE-TO-EDGE. WHERE FIELD COORDINATION IS
REQUIRED, BASELINES FOR TACTILE/BRAILLE TEXT SHALL BE NO HIGHER THAN 60" A.F.F. AND NO LOWER
THAN 48" A.F.F.

7. SIGN TYPE M1, T1 AND T2 DEVIATES FROM THE V. A.  TECHNICAL INFORMATION LIBRARY STANDARD
SIZE.

8. DEDUCT ALTERNATE 8:  OMIT EAST CANOPY.  ADD SIGNAGE FRAME @ EAST DRIVE, SEE DET. 3 & 4/SB-
401, SIM.  SEE ARCH. DWGS. FOR LOCATION.  ADJUST SIGNAGE ACCORDINGLY.

9. DEDUCT ALTERNATE 9:  OMIT ELEVATOR EQUIPMENT.  ADJUST SIGNAGE ACCORDINGLY.

10. DEDUCT ALTERNATE 10:  OMIT STAIR 2 AND ASSOCIATED CANOPY.  ADJUST STRIPING AND SIGNAGE
ACCORDINGLY.

11. DEDUCT ALTERNATE 11:  OMIT WEST PARKING LOT.  ADJUST STRIPING AND SIGNAGE ACCORDINGLY.
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V.A. SIGN DESIGNATION LEGEND

TWO LETTERS DESIGNATE SIGN TYPE.
EN = EXTERIOR NON-ILLUMINATED
IN = INTERIOR NON-ILLUMINATED
PS = PARKING SIGN
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SIGN TYPE FAMILY

TWO NUMBERS DESIGNATE
SPECIFIC SIGN

LETTER DESIGNATES SIGN
SIZE AND GRAPHIC LAYOUT
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SIGNAGE SCHEDULE AND
KEYS

FINAL SUBMISSION

SIGNAGE MOUNTING HEIGHT DIAGRAMS

DIRECTIONAL PARKING SIGN SCHEDULE

MARK HEIGHT x LENGTH
TEXT

TEXT
HEIGH

T
MOUNTING HEIGHT COUNT

VA SIGN
DESIGNATIONText-Center Center

T1 1'-2"H x 10'-0"L ENTRANCE 8" CENTER ON SOFFIT 2 PS-11
T2 1'-2"H x 10'-0"L DO NOT ENTER 8" CENTER ON SOFFIT 2 PS-11
T3 6"DIA.x10'-0"L 4" 8'-2" A.F.F. 2 PS-09.01

DIRECTIONAL SIGNAGE TYPES

MISCELLANEOUS PARKING SIGN
COUNT

MARK COUNT
VA SIGN

DESIGNATION
M1a 5 PS-03.01A
M1b 6 PS-03.01A
M1d 2 PS-03.01A
M1e 1 BLANK BACK UP

SIGN
M2a 1 IN-01.11C
M2b 1 IN-01.11C
M2c 1 IN-01.11C
M2d 1 IN-01.11A
M2e 1 IN-01.11C
M4a 6 IN-01.27
M4b 6 BLANK BACK UP

SIGN
M5a 1 IN-04.01
M5b 1 IN-04.01
M5c 1 IN-04.01
M5d 1 IN-04.01
M5e 1 IN-04.01
M6a 23 EN-12.04A
M6b 5 EN-12.04C
M7 2 IN-01.04
M8 8 IN-01.02
M9a 1 IN-03.01
M9b 1 IN-03.01
M9c 1 IN-03.01
M9d 1 IN-03.01
M9e 1 IN-03.01
M10 2 EN-12.02

MISCELLANEOUS SIGN TYPES

No. Description Date


